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i;gg i REMOVE EXISTING PANEL AND INSTALL NEVW PANEL IN ITS PLACE,
CUT AND PATCH WALL AS REQUIRED. RECONNECT EXISTING BRANCH -
CIRCUITS TO NEW BREAKERS EXCEPT EXISTING AIR CONDITIONER AND —
HEATING CIRCUITS TO BE ABANDONED. THE NEW PANEL SHALL BE
n B j// /// /// RATED 120/208V 30 4 WIRE 200A. MAIN LUG ONLY, 42 CIRCUIT.
: = e e = o o e = = = = = e — CLD f— J BREAKERS SHALL MATCH RATING AT EXISTING CIRCUITS. SPARE 20A
—1(\\ ] POLE BREAKERS SHALL BE PROVIDED TO FILL UP PANEL.
r . REMOVE (3) EXISTING SOKVA TRANSFORMERS AND TURN OVER TO
- - = — c — = I e e ‘{%: e : L ] OWNER FURNISH AND INSTALL (3) - 75KVA TRANSFORMERS IN THEIR
. /// PLACE ALSO REPLACE FUSES WITH FUSES OF PROPER SIZE.
TRANSFORMERS SHALL BE EQUAL TO SORGEL, POLE MOUNTED, OIL
FILLED, TYPE "“S", CLASS "A" WITH LIFTING LUGS ARRESTER
MOUNTING PADS, HIGH VOLTAGE AND LOW VOLTAGE BUSHINGS WITH
f EYE BOLT TERMINALS, ANSI SINGLE POSITION HANGER BRACKETS AND o
X a FOUR TAPS 2 1/2% 2AN AND 2BN. SECONDARY VOLTAGE TO BE
" 120/208Vv, PRIMARY VOLTAGE TO BE DETERMINED IN FIELD.
— | =— — | — |  — —= — — = == — _— — o e |
o " . ﬁm . s 3 NEW OVER HEAD SERVICE DROP - #4/0 COPPER AERIAL TYPE CABLE
) STEEL MESSENGER. REMO I DROP.
. SO/ T i 1 NS TS -MITH MOVE EXISTING SERVICE
E? 5. APPROVED TYPE WEATHER HEAD WITH 3 1/2" CONDUIT AND 400A.
E;'? FEEDER TO M.D.P. SEE RISER - REMOVE EXISTING SERVICE.
i g . O.H. SERVICE WORK TO BE INSTALLED TO VA POWER CO. STANDARDS.
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